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Mr. R.J. Ramsey
Barmey's Canyon Mine
P.O. Box 311
Bingham Canyon, Utah 84006-03II

Dear Mr. Ramsev:

Pursuant to our conversation, the specification requiring one field density test per 500 cubic
yartls for the previous backfill (leak detection rnedia) is hereby waived. The waiver is
granted for the following reasons:

l The material should be as loose as possible and yet stable enough to create the
maximum permeability rate.

2. The inability of field quality assurance personnel to conduct a density test due to the
gravelly nature of the material.

If there are any other questions, please let us know.

Sincerely,

Utah Water Pollution Control Committee
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Dori A. Ostler, P.E.
Executive Secretary
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cc: Ms. Cindy Emmons, B.P. Minerals
Mr. L.J. Jacobsen, Bamey's Canyon Gold project
Mr. Kent Miner, Salt Lake City/County Health Department {enclosures
Mr, Lowell Braxton, Division of Oil, Gas and Mining
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B.P. Minerais
Bamey's Canyon Proj


